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120VAC 5-WIRE 3-WAY SWITCH WIRING DIAGRAM
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BATTERY-FREE, 
WIRELESS SWITCHES

E3T-S1AWH E3T-S2AWH

WIRELESS
CONTROL
SIGNAL 
UP TO
150 FT.

NOTE: PLEASE REFER TO THE SPECIFICATIONS FOUND IN THE 
USER MANUAL FOR THE WIRE-IN RELAY.  THE CONTACT 
RATINGS FOR THE N.O. CONTACTS ARE DIFFERENT THAN THE 
CONTACT RATINGS FOR THE N.C. CONTACTS.  TAKE CARE TO 
OPERATE THE WIRE-IN-RELAY IN COMPLIANCE WITH BOTH 
N.O. RATINGS AND N.C. RATINGS.


